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eLpIzt«j³ t\m«okv 
    Xncph\´]pcw BtcmKy hnZym`ymk hIp¸nsâ Bhiy¯ntebv¡mbn          
23 (Ccp]¯naq¶v) sse³ C³SdmÎohv bp.]n. Fkv hm§p¶Xntebv¡mbn ap{Z h¨ 
Izt«j\pIÄ £Wn¨psImÅp¶p. 
 
\¼À hnhcWw F®w 

1 se³ C³SdmÎohv bp.]n.Fkv 23 \w. 

hniZmwi§Ä www.dme.kerala.gov.in F¶ sh_v sskÁnÂ t\m«n^nt¡j³ en¦nÂ 

e`yamIp¶XmWv. 

  Izt«j³ ]pd¯v “Izt«j³ \¼À kn2/2164/2014/sa.hn.I (1). F¶v 
tcJs¸Sp¯nbncn¡Ww. Izt«j³, UbdÎÀ, saUn¡Â hnZym`ymk UbdÎtdÁv, 

saUn¡Â tImtfPv F¶ hnemk¯nÂ 10/03/2015, 1 aWn¡v ap¼mbn e`nt¡XmWv. 

At¶ Znhkw (10/03/2015) 3 aWnbv¡v Xs¶ Izt«j³ kaÀ¸n¨hcptStbm AhcpsS 
{]Xn\n[nIfpsStbm km¶n²y¯nÂ Xpd¡p¶XmWv. hnXcWw kuP\yambn 
sdbnÂ/tdmUv Xncph\´]pcw aptJ\bmbncn¡Ww. aÂkc tdÁpIÄ 
kaÀ¸n¡p¶Xv \nIpXn, hmÁv, ImÀtKm, C³jpd³kv, ]mt¡PnwKv NnehpIÄ, 
C³Ìtej³ NnehpIÄ DÄs¸sSbmbncn¡Ww. 
 
 

          Sd/- 
                                           BtcmKy hnZym`ymk UbdÎÀ 

 

 

 

 

 

 

 

 

 



 

SPECIFICATION LINE INTERACTIVE UPS 

 

1. Capacity – 650 Va or higher 

2. Input Voltage – 160 to 250 V AC 50Hz. 

3. Output – 230 Volt +/- 5% 50 Hz Sine Wave. 

4. Battery - 12V 7 AH x 2 Nos (Sealed M.F). 

5. Back up Time – 30 – 45 minutes with Single Pc and Monitor. 

6. Alarm – LED with audiable. 

7. Socket – 5 Pin Socket – 3 Nos 

8. Protection – Under / Over Voltage, Spike/ Surge Suppression, Over load and 

Short Circuit. 
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